GENERAL NOTES: (SHEET E2.1)

1. CONTRACTOR SHALL NOT ALTER FIXTURE COUNTS WITHOUT
ENGINEER'S APPROVAL.

2. CONTRACTOR SHALL COORDINATE EXACT LOCATIONS AND MOUNTING
HEIGHTS OF ALL FIXTURES WITH ARCHITECTURAL ELEVATIONS.

3. LIGHT FIXTURES SHALL BE CENTERED IN CORRIDOR. COORDINATE
WITH ARCHITECTURAL PLANS.
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4. CONTRACTOR SHALL PROVIDE SLOPED CEILING ADAPTERS AS NEEDED.
COORDINATE WITH ARCHITECTURAL PLANS.

|:> REFERENCE NOTES: (SHEET E2.1)

1. WALLS ARE 8" THICK CONCRETE. CONTRACTOR SHALL SURFACE
MOUNT SWITCH IN SINGLE GANG BOX. COORDINATE CONDUIT
PENETRATION LOCATION WITH OTHER TRADES.

2. LIGHTING CONTACTOR — 120V COIL AND 20A, 120V CONTACTS
AS REQUIRED. SEE SHEET EO0.3 FOR WIRING DETAIL.

3. gll:_:’g "K” FIXTURE TO BE RECESSED AND CENTERED INTO CONCRETE

4. SWITCH FOR EXTERIOR LIGHTING — CONTRACTOR SHALL CONNECT SWITCH

TO LIGHTING CONTACTOR FOR CONTROL OF ALL EXTERIOR FIXTURES AT
OFFICE BUILDING. ALL FIXTURES DESIGNATED TO BE CONTROLLED BY THIS
SWITCH SHALL BE ROUTED THROUGH THE CONTACTOR MENTIONED IN NOTE 2.

S. IT;OV(I)[,),EAIE_)I_EICUPANCY SENSOR SUITABLE FOR CEILING HEIGHTS HIGHER THAN

H-SWITCH 6. MOUNT FIXTURE 6” FROM EXTERIOR WALL FACE.
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